LOCATION OF EXISTING 5.0 TRANE RTU.

MODEL - 4TCC3060A3. CONTRACTOR TO REMOVE
AND STORE PER BUILDING OWNER. RTU WILL BE
RE-INSTALLED IN BAY 102 ON A FUTURE DATE
UNDER SEPARATE PERMIT.

EXISTING 7.5 TRANE RTU LOCATION.
MODEL - TSC092A3
MOUNTED WITH CURB ADAPTER.

CONTRACTOR SHALL REMOVE EXISTING 7.5 TON
RTUN AND ASSOCIATED CURB ADAPTER FROM
EXISTING LOCATION AND RE-INSTALL ONTO
EXISTING RTU CURB LOCATED IN BAY 101.

MECHANICAL ROOF PLAN & DETAILS

SCALE: 1/4" = 10"

SUPPORT METAL STRAPS FROM TOP CORD OF TRUSS USING 1*
X #10 WOOD SCREWS,

CHANNEL STRAP & SADDLE

HANGING

UCT SUPPORT DETAIL

NOTE: SEE PLANS FOR DUCT SIZES. N.T.S.
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3 LEX DUCT TAKEOFF DETAIL
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C.0. PLUG

CONN.
MECHANICAL

EQUIPMENT

-TEE NION

1" DEEPER THAN FAN

STATIC PRESSURE

RETURN BEND W/C.0O.

4 YCONDENSATE PIPING DETAIL

N.T.S.

KEY NOTES:

1. THIS DETAIL IS PROVIDED FOR REMEDIAL ANCHORING OF PACKAGED ROOF TOP
EQUIPMENT WHERE THE UNDERLYING CURB ATTACHMENT METHOD IS UNKNOWN.

2. CURB ADAPTER (IF REQUIRED) SHALL BE CUSTOM FABRICATED. CONTRACTOR SHALL
PROVIDE SHOP DRWGS FOR ENGINEERING REVIEW PRIOR TO FABRICATION.

3. EYE BOLTS, NUTS, WASHERS AND CABLE CLAMPS SHALL BE HOT DIP GALVANIZED

ANCHOR AT EACH CORNER OF RTU
AT 45 DEG. ANGLES.

RTU
ROOGF MOUNTED HVAC.

EQUIPMENT ROOF
MEMBRANE

®

V" EYE BOLT

W/PITCH PAN ’\

2" NOMINAL.
RIDGID
BOARD

CABLE CLAMP
TYP 4PL /\
Y."SST CABLE /\

/\CURB

ADAPTER
BADGER
OREQ

I ROOF
/ CURB

EXISTING @

EXISTING ANGLE
BRIDGING TO REMAIN

RTU SECONDARY
ANCHORING DETAIL

INSTALL ONE ANCHOR AT
EACH CORNER OF RTU

N.T.S.
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